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Exhibit 6.1

Dear, A0
i’he Peoria Fire Department’s requ'irements for water supplies are as follows:

HYDRANT SFACING

The requirement for hydrent spacing in residential areas ( 1-2 fw:mly) is one hydrant at ‘each intersection
and at no greater spacing than SO0 feet along & street. ( multi-family same as commercial ) .

The requirement for commercial areas is onc hydrant at each intersection and at no greater spacing than
300 feet along a street.

Private hydrants arc required in commercial/private property when structures are Jocated more than 300
feet from the public right-of-way.

s Use 8” minimum for residential areas. Six-inch pipe to be used only where it will complete a good grid and is
~ cross-connected at intervals not exceeding 600 feet, . .

s Use 8-and 12-inch pipe for shopping centers and industrial areas. Eight-inch pipe to be used only in sections
where it will complete a good grid, and 12-inch for long lines not interconnected. Larger size mains may be
needed depending upon size, layout, and occupancy of the structure,

® Use at jeast 8-inch pipe for multiple housing developments.

“This information has been taken from the WATER S [ OTECTION manual from the
International Fire Service Training Association, Fourth Edition.

If you should have any questions or if I can be of further service, do not hesitate to call our office.

- Cochran
Captain/Inspections




